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Introduction
The climatic problems and the ﬁnite resources of fossil fuels increased the importance
of assess and the use of renewable energy sources (Correia and Ramalho 2010).
Geothermal resources are part of this sustainable “green” energy; using them is a good
opportunity to produce renewable and economic friendly energy (Árpási 2003).
Moreover, during this kind of process, less pollution is made, comparing with the
fossil fuels. The most important advantage of geothermal energy (among the renewable
sources) is that it is weather independent, unlikely the wind or solar power; it can also be
continuously extracted and it has a very high capacity factor (Chamorro et al. 2014).
On the other hand, it has some disadvantages. The establishment of geothermal
power plants is more expensive than the establishment of traditional ones, but the
energy production is cheaper (Árpási 2003). This long-term investment can be the
most important drawback of these projects. Furthermore, for producing electricity,
the temperature of the ﬂuid has to be at least 90–100 °C (Lindal 1973). After the water
is used, it cannot be released into natural waters, needing to cool down or be reinjected
to the reservoir. The conjugate systems can be the best way for the utilization, because
the multiple use of ﬂuid (e.g., electricity, heating, agriculture, domestic hot water, or
spa) makes it more attractive economically, and during the different uses, the
temperature decreases (Dickson and Fanelli 2003).
These sources are not enough (or just some cases) to replace the fossil fuels, but
only for additional energy, considering the development of multisource power supply
systems. The geothermal potential varies signiﬁcantly across the earth’s surface. There
are areas with speciﬁc geological settings like Japan, Iceland, or Hungary (Lund and
Boyd 2016) and there are places where the potential is low or unavailable for using this
kind of alternative energy source. However, in most of the cases, this potential varies
at smaller scale distances too, inside a country (Hurter and Haenel 2002).
For geothermal utilization, it is necessary to know several parameters of the reservoir.
The most important are the heat-ﬂow density, thermal conductivity, heat production,
ﬂuid and salt content, and the geometry of the reservoir (Hurter and Haenel 2002).
However, a new conjugate system is in development, which is focused on mineral
deposits. The aim is to produce geothermal energy or urban heating and extract
minerals from the geothermal ﬂuid (Project CHPM2030, “Combined Heat, Power and
Metal extraction”). This study is focused on two ore deposits, the Neves-Corvo from
Portugal Iberian Pyrite Belt (IPB) and Recsk from Hungary.
Applied methodology in geothermal assessment
“Geothermal resources deﬁned as that part of the geothermal energy which can be
extracted economically and legally in the near future” (Hurter and Haenel 2002).
Extraction of geothermal resources ﬁrst requires a through, geological, hydrogeolo-
gical, and geothermal study.
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Resources
Energy resources that are presently exploited and demonstrated by drilling or
geochemical, geological, and geophysical data are called geothermal reserves. The
potential areas are which seem to be adequate to exploitation, but there are not enough
data to assess them.
To quantify geothermal resources, some parameters that affect the heat extrac-
tion must be estimated. First, the available amount of heat in the rock has to be
estimated. This varies signiﬁcantly in the surface of the earth. Along plate margins,
it can be higher and lower in mountainous areas. The average (continental) surface
heat-ﬂow density in the world is 65 mW/m2 (Pollack et al. 1993; Hurter and Haenel
2002). However, there are places like Hungary and the IPB in Portugal, where the
geothermal heat ﬂow is higher (80–110 mW/m2) than the world average (Hurter and
Haenel 2002). The second property is the ﬂuid content, which determines the
extraction method. If there is ﬂuid in the system, the salt content needs to be known
for corrosion protection. Finally, the characteristics of the geothermal reservoir
must also be known. The assessment is based on the aquifer knowledge and on the
volumetric heat content model for porous reservoirs with a doublet (a production
well and an injection well) or singlet (only a production well). The resource H1 is
given in Joules by the following equation (Hurter and Haenel 2002):
H1 =H0 × R0,
where H0 is the heat contained in place (in Joules) in the reservoir and R0 is the
recovery factor. The heat contained in the rock matrix by itself and by the ﬂuid,
which occupied the pores.
H0 = ½ð1 − PÞ × ρm × cm + P × ρw × cw × ðT t − T 0Þ × A × Δz,
where ρm and ρw denote the density of the rock matrix and the water (kg/m3); cm and
cw, speciﬁc heat capacity of the matrix and the water (Jkg
−1K−1); P, effective
porosity; Tt, temperature at the top of the aquifer (°C); T0, temperature at the surface
(°C); A, surface area under consideration (m2); and Δz, net aquifer thickness (m).
The recovery factor R0 depends on the extraction technology. If doublet system is
used during the exploitation (Hurter and Haenel 2002), then
R0 = 0.33
ðT t − T rÞ
ðT t − T0Þ
,
where Tr is the reinjection temperature; this value is recommended to be 25 °C by the
European Commission. However, it cannot be used in countries where the average
annual temperature is low. The recovery value is reduced to R0≈ 0.1 in the case of a
singlet (Hurter and Haenel 2002).
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For these calculations, general information about stratigraphy, porosity (from cores
or geophysical logging), and geophysical and geological surveys must be known to
determine the structures and the geometry of the reservoir.
Heat-ﬂow density and heat production
The terrestrial heat-ﬂow density describes the vertical heat transport (conductive) in
the crust; it can be measured in boreholes. This calculation is based on Fourier’s law
(Hurter and Haenel 2002):
q= ƛ × grad T ,
where q, heat-ﬂow density (W/m2); ƛƛ, thermal conductivity of rocks (W/m/K); and
grad T, geothermal gradient (K/m or °C/m).
The geothermal gradient is the temperature variation with depth. The value can be
estimated in wells with temperature logs. Thermal conductivity measurements can be
made in cores from boreholes or rock samples from outcrops, or estimated from
literature or using the results of thermal response tests. Heat-ﬂow density varies
signiﬁcantly across Europe and is usually higher in active volcanic zones with
shallower igneous activity (Correia and Ramalho 2005).
For heat production, the uranium, thorium, and potassium concentrations of the
rock need to be known. They can be measured by gamma-ray spectrometer or NaI(Tl)
scintillation detector in boreholes or on core samples (Correia and Ramalho 2005).
A= ρð0.097CU + 0.026CTh + 0.036CKÞ,
where A, heat production (μW/m3); ρ, the rock density (g/cm3); and CU, CTh, and CK
are the concentrations of uranium and thorium (both in ppm) and potassium (in %;
Fernández et al. 1998).
These radiogenic elements produce one part of the heat source, during the atomic
ﬁssure. The mean heat production value in continental crust is 1 μW/m3 for Europe
(Hurter and Haenel 2002). The depth temperature values can be directly measured in
boreholes or can be calculated from the heat-ﬂow density (W/m2), thermal conduc-
tivity (W/m/K), and heat production (μW/m3; Correia and Ramalho 2005).
The case study of Neves-Corvo, IPB (Portugal)
Regional geology
The IPB is a metallogenetic province about 250-km long and 20–70 km wide
(Oliveira et al. 2013), located in the SW part of the Iberian Peninsula, between Seville
(Andalusia, Spain) and Marateca (Alentejo, Portugal). It is one of the most important
volcanogenic massive sulﬁde districts in the world and its mining history dates back to
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5,000 years. In the Tartessian and Roman times, this area comprised very important
copper, gold, and silver mines (e.g., Aljustrel and Rio Tinto). The modern mining
started in the 1850s. At present, active mining occurs in Spain at Las Cruces, Águas
Ten˜idas, and Cerro Colorado mines and in Portugal at Aljustrel and Neves-Corvo
mines. The main targets are the base metals (copper, zinc, and lead) and precious
metals (gold and silver; Tornos et al. 2008). The IPB contains a total of 1,850 Mt of
sulﬁde deposits (1,600 Mt massive sulﬁde and 250 Mt stock work) represented by 11
deposits in Portugal and 80 deposits in Spain (Oliveira et al. 2013). This is one of the
largest crustal sulfur anomalies and hosts many of the largest concentration of massive
volcanic sulﬁde deposits worldwide (Inverno et al. 2015a). The Neves-Corvo deposit
exploited by Somincor/Lundin Mining is the main IPB mining area, with seven
massive ore lenses identiﬁed Neves, Corvo, Graça, Zambujal Lombador, Semblana,
and Monte Branco, the last two still in exploration phase (Oliveira et al. 2013; Owen
and Meyer 2013). The Neves-Corvo underground mining is being developed down to
900-m depth. At surface, minimum environmental impact occurs, considering the
modern mining techniques developed by the Somincor mine company.
Geologically, the IPB belongs to the South Portuguese Zone (SPZ) main Variscan
domain (Oliveira et al. 2013). It was formed during the Variscan orogeny with the SPZ
terrain and the Ossa-Morena terrain oblique collision. The result of this tensional
tectonics was the pull-apart basins, which triggered submarine volcanism in the area.
This volcanism was episodic, it has three felsic and two maﬁc cycles between them
(de Oliveira et al. 2011), which are intercalated with sediments.
The deformation of the IPB during the Variscan orogeny is characterized by south-
to southwest-verging folds. In the region, there are several main antiform structures,
with the axis of the antiforms located along the distinct volcanic axis. The Rosário–
Neves-Corvo is one of them, with a complex antiform area characterized by several
thrusts faults with southwest vergency (Fig. 1). The IPB consists of two branches; the
northern part built up by autochthonous and parautochthonous successions, whereas
the southern part comprises rooted anticline structures (Pereira et al. 2008a; Oliveira
et al. 2013).
Succession of the SPZ
The succession (Fig. 2) of the area is built up by three major units, from bottom to
top the Phyllite–Quatrzite Group (PQG), the volcano-sedimentary complex (VSC), and
the Baixo Alentejo Flysch Group (BAFG, where the Mértola Formation is included).
The PQG build up dominantly black and grey shales in which are interbedded
quartzites, quartz wacke siltstones, rarely conglomerates, and limestones. It is from
Middle to Late Devonian age and owns shallow marine depositional environment,
indicating a stable epicontinental platform. It is the IPB siliciclastic basement.
On the other hand, the VSC is dominated by shales, thin-bedded siltstones, and
minor volcanic sediments and later felsic (rhyolite, rhyodacites, and dacites) and
maﬁc (basalt and dolerites) volcanic rocks with minor andesite. The occurrence of
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the felsic volcanic rocks, dominantly lava/dome complexes, is associated with minor
pyroclastic ﬂows and intrusions. The felsic volcanic units and/or black shales host
the massive sulﬁde deposits. The volcanic sequence can reach the 1,300-m thickness
and is from Late Devonian–Early Carboniferous age. It was formed in an extensional
graben-type basin on a disrupted siliciclastic platform (Oliveira et al. 2013; Inverno
et al. 2015b).
The BAFG is a turbiditic sequence of shales, graywackes, and rare conglomerates.
It is from Carboniferous age and represents the synorogenic foreland ﬂysch associated
with Variscan collision and tectonic inversion (Oliveira et al. 2013; Inverno et al.
2015b).
Fig. 1
Regional geology map of the Neves-Corvo project area (Oliveira et al. 2013)
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Mineralization of the Neves-Corvo deposit
The Neves-Corvo is one of the active mining areas of the Portuguese IPB
sector. The giant deposit (>400 Mt) is represented by massive and stockwork ores
(Batista et al. 2014; Carvalho et al. 2017) mined in the following ore lenses: Neves,
Corvo, Graça, Zambujal, and Lombador. It was discovered in 1977 through a
gravimetric survey, since the massive sulﬁdes have higher density than the host
rocks. The Neves-Corvo sulﬁde ores are associated with the lower sequence of the
VSC and the mineralization with black shales of Strunian age (Pereira et al. 2008b;
Matos et al. 2011; Oliveira et al. 2013).
The sulﬁde mineralization genesis is related to hydrothermal ﬂuid circulation, in the
volcanic and sedimentary host rocks (Barriga et al. 1997). The IPB deposits were formed
by the bimodal submarine volcanism and the convective cells of the hydrothermal
system related to it (Inverno et al. 2015a), and the deformational shear corridor of the
Neves-Corvo main thrust controls the mineralization and the concentration of the
copper-rich ore (Inverno et al. 2015b). The main metal is the copper, and the zinc is
additional; other elements that appear in the Neves-Corvo ore body are tin, lead, silver,
gold, and indium. Primary mineralization includes pyrite, chalcopyrite, sphalerite, and
Fig. 2
Tectono-stratigraphic sequence of the Neves-Corvo mine area (Oliveira et al. 2004)
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cassiterite; secondary minerals are arsenopyrite, galena, gold, silver, and tennantite
[Sistema de Informação de Ocorrências e Recursos Minerais Portugueses (SIORMINP);
LNEG 2016; Relvas et al. 2006]. The estimated resources (http://www.lundinmining.
com/i/pdf/2015RandR.pdf, June 30, 2015) of the deposit are 25.9 Mt copper-rich and
25.3 Mt zinc-rich ores, which are close to the inferred in the report of Owen and Meyer
(2013) (25,423Mt copper ore with 1.7% Cu and 22,060 Mt zinc ore with 4.5% Cu). The
average element concentrations are shown in Table 1. The expected life of the mine from
the estimated resources is more than 10 years (Lundin Mining 2016).
Hydrogeology
The area is built up by low-permeability Paleozoic and Mesozoic volcanic rocks.
During the Variscan orogeny faults, thrusts and folds developed signiﬁcant perme-
ability in these rocks (Fernández-Rubio et al. 1988). Inﬁltrating rainwater and the
water of the Oeiras River are the main water sources through faults and fractures
(Fernández-Rubio and Carvalho 1993). Fernández-Rubio et al. (1988) distinguished
the following three main hydrological units:
• Cutaneous complex, which includes the alluvial terrace and weathered zone. In
this case, permeability decreases with the depth.
• Intermediate complex, including the Flysch Group above the orebody. This unit
has secondary permeability due to faults and fractures.
• The third zone is the Ore System, which includes the deposits and the footwall
formation. The permeability of the zone is characterized by microﬁssures in the
orebodies.
Geothermal properties of the area
There is a theoretical potential estimation for an enhanced geothermal system
(EGS; Chamorro et al. 2014) for the entire Iberian Peninsula also covering the IPB.
Temperature estimations reached different depths (up to 9,500 m), based on the
heat-ﬂow density and the heat production (Chamorro et al. 2014). However, the
Portuguese National Geothermal Atlas (PNGA; Ramalho 2014) does not reach such
depths, since other types of geothermal information are needed to make assumptions at
depths near 10 km. Therefore, as seen in the PNGA, surface heat-ﬂow density shows
relatively high variation in small distances near the IPB, but the small-scale variations
Table 1
Average element concentrations in the Neves-Corvo deposit
Cu (%) Zn (%) Pb (%) Ag (g/t)
Copper-rich ore body 2.7 0.8 0.2 37
Zinc-rich ore body 0.4 7.1 1.7 66
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are more likely to be correlated with crustal composition than changes in the
underlying heat ﬂow. The surface heat-ﬂow density of the SPZ [mainly measured
in mining wells (triangles), water wells (blue dots), hydrocarbon wells (crosses),
geothermal wells (squares), and in thermometric wells (pentagons) in the area shown
in Fig. 3] varies between 60 and 100 mW/m2 (Fernández et al. 1998; Correia and
Ramalho 1999), and the mean value of the Peninsula is 73.3 mW/m2 (Chamorro et al.
2014). In the case of Neves-Corvo, the mean value is 80 mW/m2 as shown in Fig. 3,
which belongs to the suitable areas in the mainland of Portugal. The mean radiogenic
heat production value of the area is 2.93–3 μW/m3 (Fernández et al. 1998; Correia and
Ramalho 1999; Chamorro et al. 2014), but it decreases with the depth (Correia and
Ramalho 1999). This increase in depth indicates that for the study area, temperatures at
2 and 5 km depths are 64 and 130 °C, respectively. The available energy for an EGS
power plant is stored in the range of 3–10 km depth (Chamorro et al. 2014).
The estimated temperature in Neves-Corvo is 100–150 °C at 3,500-m depth and
150–200 °C at 5,500-m depth (Chamorro et al. 2014), which is suitable for an EGS
project. Since 2015, on the GeoPortal of LNEG, more detailed data have been
available from the area shown in Figs 4 and 5 (LNEG 2015). The temperature at
2,000 m is 63–65 °C and at 5,000 m is 131–134 °C.
Fig. 3
Surface heat-ﬂow density map of the South Portuguese Zone, showing the location of the Neves-Corvo mine
and the origin of the data (LNEG 2015)
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Fig. 4
Map of temperature at 2,000-m depth for the South Portuguese Zone, showing the location of the Neves-
Corvo mine and the origin of the data (LNEG 2015)
Fig. 5
Map of temperature at 5,000-m depth for the South Portuguese Zone, showing the location of the
Neves-Corvo mine and the origin of the data (LNEG 2015)
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The case study of Recsk (Hungary)
Geological background
The Recsk ore complex is located in Northern Hungary, 120 km east from Budapest,
in Mátra Mountains. Copper ore was mined on the Laho´ca Hill for 130 years and a
ﬂotation plant was in operation until 1979. A deep-seated orebody was discovered in the
1960s and new underground exploration shafts and drifts were opened and maintained
until 1984 (Földessy and Szebényi 2008). The total production of copper ore was 3.1Mt,
which has 0.61% Cu and 2.5 mg/kg Au content (Baksa et al. 1980).
The Darno´ Line, which is a major tectonic zone of Hungary, is the dominant
structure in the area. It was active and produced strike-slip faults in the pre-Tertiary
period (Seres-Hartai 1998). Due to this regional scale deformation zone, the basement
sequence is separated into two essentially different structures: the folded Mesozoic of
the Eastern Mátra Mountains and the faulted Mesozoic structural belt of Western Mátra
Mountains (Fig. 6). The structural differences between the two units separated by this
zone have been maintained throughout the Tertiary period (To´th and Bobok 2007).
According to Seres-Hartai (1998), “The oldest formations of the Recsk area are
Triassic limestone, quartzite and shales. After a long gap, the Paleogene series starts
Fig. 6
Geology of the Mátra Mountains [1: Basement formations, 2: Upper Eocene biotite–hornblende andesites, 3:
Eggenburgian andesites, 4: Lower rhyolite tuffs, 5: Carpathian pyroxene andesites, 6: Middle rhyolite tuffs,
7: Badenian pyroxene andesites, 8: Diatomites (caldera stage sediments), 9: Hydroquartzites (caldera stage),
and 10: Mining area (after Földessy 1996; Illés et al. 2012)]
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with Upper Eocene marine limestone and marl. The formation of these sediments was
followed by intrusive and volcanic events. Opposite to the main part of the Mátra
Mountains, where Neogene events produced volcanic mass, the igneous activity took
place during the Paleogene period, along a N–S trend shear zone in the Recsk area.”
The same author states that the age of magmatism is determined to be Upper Eocene
by the underlying, intermingling, and overlying sediments of Eocene and Early
Oligocene fossiliferous horizons (Less et al. 2008).
The ore-forming processes in the region took place at temperatures between 150
and 400 °C. Two main mineralization stages can be separated: one of them comprises
the mineralization of the intrusive host rock and the other one is coupled to the latest
effusive (Földessy and Szebényi 2008).
Hydrogeology
Based on the examinations of Somody et al. (2008), data from observation
wells could be used to describe groundwater conditions during ﬂooding of the
underground workings after mine closure (Somody 2000). As it is mentioned in
the geological background subchapter, Darno´ Line (and Darno´ Structural Zone) has an
important geological feature, as it has effect on the hydraulic conductivity. Through
this zone, there is very little or no hydraulic connection at all; therefore, areas on the
two sides are hydrologically independent (Szilágyi 1975). In the hydrogeological point
of view, there are four main geological formations at the Recsk Deep Mines:
• internal core, formed by Eocene subvolcanic andesite (diorite) hosting porphyry
Cu mineralization;
• transitional zone, coinciding with the skarn mineralization;
• external zone, generally called the “limestone” (limestone with limestone
breccia and quartzite with quartzite breccia);
• cover rocks: Tertiary clastic sedimentary rocks and strato-volcanic andesite tuff.
These structural properties fundamentally determine permeability, transmissivity,
and water-yield of the water-bearing units. As it was measured in exploration,
boreholes data are shown in Table 2.
Geothermal properties of the area
During mercury thermometer measurements of the upper drift level 960 m below
the surface, the corrected average temperature was 51.8 °C. The average temperature
at the lower roadway level 1,160 m under the surface was 59.5 °C. According to these
values, the geothermal gradient is 38.5 °C/km. Above the drift, the main rock types are
Upper Eocene–Lower Oligocene andesite and Triassic limestone. The average heat
conductivity of these rock units is 2.53 W/m/K. Therefore, the heat ﬂow calculated
from these data is 97 mW/m2 (To´th 2011). This is slightly higher than the average
value in Hungary, which is 95 mW/m2 (Fig. 7).
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The ﬂooded exploration facilities have a great geothermal potential, since the
temperature of the water is the same as the temperature of the rock. According to
Illés et al. (2012), the volume of the water in the ﬂooded facilities is more than
200,000 m3. In the shaft, at the 1,160 m, the temperature of the water is 59 °C. Utilizing
Table 2
Hydraulic parameters of water-bearing formations in the Recsk Deep Mines
Limestone Skarn Andesite Average
Water yield (average) (l/min) 114.9 46.7 34.8 89.8
Speciﬁc water yield (l/min/m) 0.77 0.31 0.23 0.6
Transmissivity (average) (m2/s) 1.1 × 10−3 1.9 × 10−5 8.8 × 10−6 1.5 × 10−4
Hydraulic conductivity (m/s) 6.8 × 10−6 1.2 × 10−7 5.5 × 10−8 1.0 × 10−6
Pore volume (estimated) (%) 1.0 0.5 0.1 0.5
Data are not available for the Tertiary clastic sedimentary rocks, primarily clayey marl, which are essentially
impermeable (modiﬁed after Szilágyi 2002; Somody et al. 2008)
Fig. 7
Heat-ﬂow map of the Pannonian basin and surrounding regions (heat-ﬂow values in mW/m2; modiﬁed after
Horváth et al. 2015)
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this temperature by a submersible pump, with 1.2 m3/min ﬂow rate, the extractable heat
would be 2,512 kW, assuming the water temperature to be 30 °C (Illés et al. 2012).
As an example, To´th and Bobok (2007) suggested a potential utilization as district
heating in a nearby recreation area where there are health resorts and hotel facilities.
Heat pumps should be applied to increase the temperature of the water for this kind of
use (Hall et al. 2011).
Discussion
Comparison of the geology and ore formation of the two deposits
The Neves-Corvo and the Recsk mining areas have similar tectonic setting, both
located in a shear tectonic zone (Neves-Corvo main thrust and Darno´ Zone). The two
deposits are associated with volcanic and sedimentary rocks.
The Neves-Corvo mineralization was developed as the result of the hydrothermal
system associated with volcanism during the Variscan orogeny. The deposit consists
of high-grade copper (2.7%) and high-grade zinc-rich (7.1%) ores (SIORMINP;
LNEG 2016).
The Recsk deposit is associated with the Eocene and Early Oligocene volcanic
events, in the shear system of the Darno´ Zone. The volcanism varied from subaqueous
to stratovolcanic. The mineralization is associated with the shallow intrusive porphyric
body and its skarn environment and intensive hydrothermal alteration (Földessy and
Szebényi 2008).
Neves-Corvo is an active mining area with underground exploitation. The shaft
diameter is 5 m and the depth of the mine is about 700 m (Owen and Meyer 2013). The
mining area is about 2,500 m × 2,500 m, with ~400 Mt ore body (Owen and Meyer
2013). The massive ore mineralization contains vein network, stock work, and
disseminated ores hosted by volcanic (rhyolite) and sediment (shales) rocks. On the
other hand, Recsk is in post-mining phase (the deep-seated mineralizations were
explored, but not exploited). The exploitation of the near surface epithermal zone
was underground, the diameter is 8 m, and the depth of the mine is about 1,202 m
(To´th and Bobok 2007). The mining area is 1,800 m × 1,400 m, with a 35.5 Mt of gold
in lower grade and 16.5 Mt of gold in higher grade, besides the high-grade copper
(Seres-Hartai 1998). The mineralization contains disseminated ores and veins hosted
by limestone and andesite.
The deep-seated zone was only exploration area, and the near surface exploited area
may not be suitable for geothermal utilization. In Neves-Corvo, the massive minerali-
zation can be suitable for geothermal purposes.
Geothermal comparison
The available data show good opportunity to utilize the heat stored in the rocks. The
temperature at about 1,000 m is 51.8 °C in Recsk (at 960 m; To´th and Bobok 2007),
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whereas at the same depth, it is around 40 °C (Fig. 8; Chamorro et al. 2014) in
Neves-Corvo. The heat-ﬂow density values are higher than the world average. In the
case of Neves-Corvo, it is about 80 mW/m2 (Fig. 3; Correia and Ramalho 1999;
Chamorro et al. 2014) and in case of Recsk, it is 97 mW/m2 (Fig. 7; the geothermal
gradient is 38.5 °C/km; To´th and Bobok 2007).
In Recsk during the development of the exploration facilities, there were water
inrushes with the ﬂow rate of 0.98 and 2 m3/min and it has high salinity (9,000 gm−3),
thus the area may have natural water support.
In the case of Neves-Corvo, thermal estimations show that the temperature for an
energy production or urban heating is given in the area. Between 3,500- and 4,500-m
depth, the temperature is sufﬁcient for electricity generation by a geothermal power
plant (Chamorro et al. 2014). Above this depth, the heat source is enough for urban
heating, spas, or hotels. At present, there is no geothermal utilization in any of these
areas, although they can be promising for these kinds of projects.
Potential
Overall, the geothermal potential from the data presented by To´th and Bobok
(2007) and Chamorro et al. (2014) is greater in the case of Recsk, whereas the ore
Fig. 8
Temperature at 1,000-m depth map of the South Portuguese Zone, showing the location of the Neves-Corvo
mine and the origin of the data (LNEG 2015)
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potential shows the contrary; the amount of extractable metals is smaller. In the area of
Neves-Corvo, exploration for an EGS system goes down to the depth of 10 km
(Chamorro et al. 2014), while Recsk should have these kinds of surveys to see the
potential for a similar project.
Both areas seem to be promising for energy production or for spas, hotels, or urban
heating (it can be changed periodically with the demand) in the geothermal point of
view and for metal extraction as well.
However, these projects can lead to change in porosity and permeability of affected
areas; thus, the hydrological and hydrogeological planning and monitoring are
important not only for a sustainable mining but also for environmental protection.
Conclusions
Europe needs energy and strategic mineral resources. Thus, the targets of the
geothermal energy projects may be the mineral deposits in the future (CHPM2030
project). The geothermal power is a renewable energy source with a minimum
environmental impact and higher capacity factor (electricity generated for a period)
than other type of power plants (Chamorro et al. 2014). Moreover, the metal extraction
associated with it will generate less environmental impact than the traditional (surface or
underground) mining. The potential of these two deposits can be interesting in the
development of this kind of projects, if technology is ready to build a pilot system.
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